
   

 
 
FIRE PROTECTION AND DETECTION SYSTEMS 
 
 

1. FIRE PROTECTION PLAN REVIEW AND INSPECTION FEES: 
 
       A.  SPRINKLERS    FEE 
    1 TO 200   $250.00 
    201 TO 300   $275.00 
    301 TO 400   $300.00 
    401 TO 750   $325.00 
    OVER 750          $350.00  –  PLUS 10 CENT PER 
 SPRINKLER OVER 750 
 

      B. ALL OTHER TYPE OF SUPPRESSION: $250.00                                      
 

2. WORKING PLANS, DATA: (PRIOR TO INSTALLATION) 
 

A. SOURCE OF WATER SUPPLY. 
B. MAKE, TYPE AND NOMINAL OFFICE SIZES. 
C. TOTAL AREA PROTECTED. 
D. NUMBER OF SPRINKLERS. 
E. MAKE, TYPE, MODEL, AND LOCATION OF EQUIPMENT FOR AN ALARM, ETC. 
F. MAKE, TYPE, MODEL, AND LOCATION OF CONTROL VALVES, TEST PIPES, 

ETC. 
G. WHEN THE EQUIPMENT IS TO BE INSTALLED AS AN ADDITION TO AN 

EXISTING SYSTEM, ENOUGH OF THE EXISTING SYSTEM SHALL BE 
INDICATED ON THE PLANS TO MAKE ALL CONDITIONS CLEAR.  

H. NAME, COPY OF CURRENT STATE CERTIFICATE OF DESIGNER. 
I. NAME, COPY OF CURRENT STATE CERTIFICATE OF INSTALLERS. 

 
 
      1. FIRE DECTION PLAN REVIEW AND INSPECTION FEES: 

FIRE ALARM SYSTEMS  $250.00 
 

2. WORKING PLANS, DATA: (PRIOR TO INSTALLATION) 
A. A FLOOR PLAN. 
B. LOCATIONS OF ALARM-INITIATING AND NOTIFICATION APPLIANCES. 
C. ALARM CONTROL AND TROUBLE SIGNALING EQUIPMENT. 
D. ANNUNCIATION. 
E. POWER CONNECTION. 
F. BATTERY CALCULATIONS. 
G. CONDUCTOR TYPE AND SIZE



   

 H. VOLTAGE  DROP CALCULATIONS. 
                         I.     MANUFACTURERS, MODEL NUMBERS AND LISTING INFORMATION FOR        
  EQUIPMENT, DEVICES AND MATERIALS 
                  J. DETAILS OF CEILING HEIGHT AND CONSTRUCTION. 

K. THE INTERFACE OF FIRE SAFETY CONTROL FUNCTIONS. 
L. COPIES OF CERTIFICATION FOR DESIGNER AND INSTALLER. 

 
APPROVAL OF FIRE PROTECTION AND DETECTION SYSTEMS 

 
A. INSTALLING COMPANY SHALL FURNISH A WRITTEN                                                                                       

STATEMENT TO THE EFFECT THAT THE WORK COVERED HAS BEEN 
COMPLETED AND TESTED IN ACCORDANCE WITH THE APPROVED PLANS 
AND N.F.P.A. 13, CHAPTER 1-11-1. 

 
B.  ACCEPTANCE TEST SHALL BE PERFORMED BY THE INSTALLER IN THE 

PRESENCE OF THE AUTHORITY HAVING JURISDICTION. 
 

 




